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March 21, 2018 

Department of Facilities Management,  
Facilities Engineering and Development 
Memorial University of Newfoundland 
230 Elizabeth Ave, St. John's, NL A1B 3X9 
 
 
RE: Updated Asbestos Assessment of the Henrietta Harvey Building 

Attn: Mr. Daniels, 

Please see the attached updated room by room asbestos containing materials and floor plans with above ceiling 
asbestos (spray on insulation, piping and partially abated stucco) for the Henrietta Harvey building. 

These documents were updated from appendix C and D of the previous asbestos reassessment report titled 
“Asbestos Reassessment: Henrietta Harvey Building, Memorial University of Newfoundland, St. John’s, NL” 
issued by Davis Industrial Hygiene Consulting Inc. in March 2017. A copy of the assessment is enclosed following 
the updated room by room table and floor plans. 

If you have any question I can be reached at (709)746-3287 or nikki@davisih.com. 

Regards,   

 

Nikki Davis, CIH, ROH, B.Tech. 
President / Industrial Hygienist 
Davis Industrial Hygiene Consulting Inc. 

 
Enclosed:  Room by Room ACM (last updated February 21, 2018) 
  Floor Plans (last updated February 8, 2018) 
  Asbestos Reassessment Report (March 2017)  
 

Disclaimer: This report was prepared by Davis Industrial Hygiene Consulting Inc. (DIH) for the sole benefit of the 
client (Memorial University of Newfoundland). The report is based on DIH’s best judgment with the information 
provided at the time of the assessment. Any use and/or conclusions used by any third party, is the responsibility 
of that third party. DIH accepts no liability and/or damages occurred by any third party that uses information 
obtained in this report. The findings contained in this report are based upon conditions as they were observed at 
the time of the survey. No assurance is made regarding changes in conditions subsequent to the time of the survey. 



Good Fair Poor

Floor VFT N N A VS032 12' x 12' Cream with large brown streaks. 
Floor VFT Y N C VS038 9' x 9' Brown with white streaks
Wall Drywall N NA NA VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Stucco Y Y A VS042 Partially abated Stucco and plaster left above ceiling.

Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C VS038 9' x 9' Brown with white streaks
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping Parging Cement Y Y C 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No thermal insulation
Floor Clay tile NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping Parging Cement Y Y B 7 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No thermal insulation
Floor Clay tile NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping Parging Cement Y Y B 8 1 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004 Thermal Insulation is located on I-beams along the exterior walls accessible above the ceiling

Floor Carpet NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging cement

Ceiling Stucco Y Y B VS042 Stucco and plaster ceiling left over afetr abatement - approx. 4 sf

Other Thermal Insulation Y Y B X VS004 Thermal Insulation is located on I-beams along the exterior walls accessible above the ceiling

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004 Thermal Insulation is located on I-beams along the exterior walls accessible above the ceiling

Floor VFT N N A NA NEW 12x12 floor tile white with grey speck
Wall Drywall N NA A VS008 DWJC
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 6 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Encapsulated 2017.

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Encapsulated 2017.

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 26 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Encapsulated 2017.

Floor Carpet NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A S040 DWJC
Wall Concrete block NA NA A NA NA
Wall Concrete NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 15 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Encapsulated 2017.
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Floor Clay tile NA NA A NA NA
Wall Clay tile NA NA A NA NA
Wall Concrete block NA NA A NA NA

Ceiling Stucco Y Y A VS042 Stucco ceiling

Piping Parging Cement Y Y B 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No thermal insulation
Floor Concrete NA NA A NA NA
Wall Concrete block NA NA A NA NA
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA NA No access above ceiling. No thermal insulation.
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No access above ceiling
Floor Concrete NA NA A VS016 12' x 12' White with black streaks
Wall Concrete block NA NA A NA NA
Ceiling Drywall N NA A VS008 DWJC
Piping Fiberglass NA NA A NA NA
Piping Pipe insulation N NA B S044 Pipe insulation
Piping Parging cement Y Y B 15 VS006 Parging cement
Other N/F NA NA NA NA No thermal insulation
Floor VFT N N A S039 12' x 12' White with grey flecks
Floor Tile mastic N N C S039 12' x 12' White with grey flecks
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No thermal insulation
Floor VFT N N A S039 12' x 12' White with grey flecks
Floor Tile mastic N N C S039 12' x 12' White with grey flecks
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 24 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Partly abated stucco above ceiling tiles

Other Stucco Y Y B VS042 Stucco
Floor Carpet NA NA A NA NA
Floor Terrazzo NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck

Piping Parging Cement Y Y B 29 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the ceiling 
- encapsulated 2017. Partially abated stucco above ceiling tiles on west interior wall

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Wall Concrete block NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other NA No thermal insulation. Room was abated of thermal insulation on exterior wall in 2017.
Floor VFT Y N A S038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C S038 9' x 9' Brown with white streaks
Floor VFT Y N A S041 9' x 9' Light brown with dark brown streaks
Floor Tile mastic N N C S041 9' x 9' Light brown with dark brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Ceiling ACT N NA A VS012 2' x 2' pinhole hole
Piping Fiberglass NA NA A NA NA
Mechanical Fiberglass NA NA A NA NA
Other Stucco Y Y A VS042 Partially abated stucco and plaster left above ceiling.

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Enclosed with polyethylene in one section (south) and covered by plaster wall in 
other section (north).

Floor VFT new N N A VS016 12' x 12' White with black streaks
Floor Tile mastic N N C VS016 12' x 12' White with black streaks
Wall Concrete block NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA A NA NA
Mechanical N/F NA NA NA NA NA
Other No thermal insulation
Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C VS038 9' x 9' Brown with white streaks
Wall Concrete block NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA A NA NA
Mechanical N/F NA NA NA NA NA
Other No thermal insulation
Floor VFT Y N A VS002 12x12 brown with white and brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
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Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No thermal insulation
Floor VFT N A 12x12 brown with beige streak
Wall Drywall, No DWJC N NA A VS008 DWJC
Wall Concrete NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA 2 NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No thermal insulation
Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C VS038 9' x 9' Brown with white streaks
Floor VFT Y N A VS041 9' x 9' Light brown with dark brown streaks
Floor Tile mastic N N C VS041 9' x 9' Light brown with dark brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 5 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling.

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Partially abated stucco above ceiling tiles of all walls

Wall
Plaster, no finishing 
coat

Y Y A VS005 Plaster

Floor Carpet NA NA A NA NA

Wall
plaster, no finishing 
coat

Y Y A VS005 Plaster

Wall Drywall N NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 6 VS006 Parging cement

Other Thermal Insulation Y Y B X VS004
Thermal insulation suspected to be concealed behind plaster on partial section of the west 
wall. Thermal insulation on exterior walls 

Mechanical N/F NA NA NA NA NA
Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A 20 SF VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 13 1 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Stucco Y Y B VS042
Stucco ceiling partially abated stucco, approx. 2" width along length of hall. Marked with 
warning. Thermal insulation 

Floor Terrazzo NA NA A NA NA
Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 8 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible above the 
ceiling. Encapsulated 2017. 

Other Stucco Y Y B VS042 Partially abated stucco above ceiling tiles along exterior wall.

Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 6 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Stucco Y Y B VS042 Stucco ceiling, partially abated, 1-2" wide pieces left along top of wall above ceiling tiles

Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A 7 SF VS005 Plaster
Ceiling Plaster Y Y A VS005 Plaster
Piping No access C NA NA
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is assumed to be located on I-beams along the exterior behind the plaster 
south wall above the ceiling. It was not observable at the time of assessment.

Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Ceiling Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA

Other Stucco Y Y B VS042
Stucco ceiling, partially abated, 1-2" wide pieces left along top of south wall above ceiling 
tiles 

Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A 20 SF VS005 Plaster
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Wall Drywall N NA A VS008 DWJC
Ceiling Plaster Y Y A VS005 Plaster
Piping No access C NA NA
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is assumed to be located on I-beams along the exterior behind the plaster 
walls above the ceiling. It was not observable at the time of assessment.

Floor Terrazzo NA NA A NA NA
Floor Concrete NA NA A NA NA
Wall Plaster Y Y A 12 SF VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Ceiling Plaster Y Y A VS005 Plaster
Piping Parging Cement Y Y B 4 3 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is assumed to be located on I-beams along the north side exterior behind 
the plaster walls above the ceiling. It was not observable at the time of assessment.

Other VFT N A NA
12x12 floor tile on stairs - light green with brown and white streaks, approx. 10sf, also NEW 
12x12 white with beige speck

Floor Concrete NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Wall Concrete NA NA A NA NA
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA 11 NA NA
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is assumed to be located on I-beams along the east side exterior behind 
the concrete block walls above the ceiling. It was not observable at the time of assessment.

HH-1V01

HH-1S04

HH-1S03



Good Fair Poor
Floor VFT Y N A S002 12' x 12' Brown with white and dark brown streaks
Floor Tile mastic N N C S002 12' x 12' Brown with white and dark brown streaks
Floor VSF N N A S003 Brown mottled dark brown and cream
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA No thermal insulation
Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC

Wall
Plaster, no finishing 
coat.

Y Y A VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X S004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S005 Plaster
Wall Concrete block NA NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Stucco Y Y B VS042 Stucco

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA 3 Fittings
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Act N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 2 S006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling. Thermal insulation enclosed with polyethylene sheeting in 
north east corner.

Other Caulking Y N A S007 Window caulking
Floor Carpet NA NA A
Wall Drywall N NA A S008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling enclosed with polyethylene sheeting.

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling enclosed with polyethylene sheeting.

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging cement Y Y B 3 3 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling enclosed with polyethylene sheeting.
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Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A S001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 2 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling enclosed with polyethylene sheeting.

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A S030 2' x' 2 pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Clay Tile NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Stucco Y Y B VS042
Stucco above ceiling 2" wide along length of back wall. Plaster poor 
condition sealed over with tarp back wall 4sqf. Partially abated stucco 
located above the ceiling.

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S031 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation.
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, New N N A
Wall NA NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT N A
Wall Plaster Y Y A VS005 Plaster on 3 columns
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA No thermal insulation 
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 2 VS006 Parging Cement
Mechanical N/F NA NA NA
Other Stucco Y Y B VS042 Stucco

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling. Partially abated stucco located above the ceiling on north, 
south and west sides.

Floor Carpet NA NA A
Wall Drywall N NA A S009 DWJC
Wall Plaster Y Y A VS005 Plaster
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Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor VFT Y N A 40 VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor VFT Y N A S011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C S011 12' x 12' Brown with large brown streaks
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, New N N A
Wall Plaster Y Y A S010 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Other Stucco Y Y B VS042 Stucco above ceiling, partially abated

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls accessible 
above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other Room was abated of thermal insulation on exterior walls in 2017
Floor Clay Tile NA NA A
Wall Drywall N NA A S035 DWJC
Ceiling Drywall no access N NA VS035 DWJC
Piping No access 
Mechanical N/F NA NA NA

HH-2028

HH-2017

HH-2027

HH-2019

HH-2026

HH-2023

HH-2024

HH-2025

HH-2018

HH-2020

HH-2021

HH-2022



Other N/F NA NA NA No thermal insulation
Floor VFT N A
Floor Mastic VS033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Room was abated of thermal insulation on exterior walls in 2017
Floor Clay Tile NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall no access 
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Room was abated of thermal insulation on exterior walls in 2017
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Room was abated of thermal insulation on exterior walls in 2017
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC

Wall
Plaster column 
exposed on top

Y Y A VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No therma insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Room was abated of thermal insulation on exterior walls in 2017
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Room was abated of thermal insulation on exterior walls in 2017
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Window Caulking NEW NA NA
Room was abated of thermal insulation on exterior walls in 2017. Partially 
abated stucco located above the ceiling.

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation

HH-2037

HH-2041

HH-2040

HH-2034

HH-2042

HH-2029

HH-2032 

HH-2030

HH-2038

HH-2033

HH-2036

HH-2031



Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA No thermal insulation
Floor VFT Y N A 120 VS002 12' x 12' Brown with white and dark brown streaks
Floor Tile mastic N N C VS002 12' x 12' Brown with white and dark brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A S034 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor VFT N N A S036 12"X12" white with grey fleck
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A S037 2' x 4' pinhole fissure
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC

Wall
Plaster (the 2sqf in 
poor coindition is 
sealed with tarp)

Y Y A 2 VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Window Caulking NEW NA NA no thermal insulation
Floor VFT N N A S032 12' x 12' Cream with large brown streaks
Floor Tile mastic N N C S032 12' x 12' Cream with large brown streaks
Floor Mastic N S033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VSF N N A
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT Y N A 40 VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Wall Plaster Y Y A 3 VS005 Plaster

HH-2049

HH-2048

HH-2046

HH-2045

HH-2044

HH-2035

HH-2047

HH-
2047A

HH-2050

HH-2052

HH-2051

HH-2043



Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Ceiling ACT N NA A S012 2' x 2' pinhole hole
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT Y N A VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Floor Subsurface N A 80 VS033 Subsurface floor
Floor Mastic VS033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other No thermal insulation
Floor VFT Y N A VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Floor Subsurface N A 80 VS033 Subsurface floor
Floor Mastic VS033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other Plaster Y Y A 0.5 VS005 No thermal insulation
Floor VFT Y N A 40 VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the east exterior wall 
accessible above the ceiling

Floor VFT N N A VS018 12' x 12' Cream with black streaks
Floor Tile mastic N N C VS018 12' x 12' Cream with black streaks
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA Thermal insulation concealed behind plaster on exterior walls
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S043 Plaster
Ceiling Stucco Y Y A S042 Stucco
Piping N/F NA NA NA
Mechanical Sealant N S045 Red mastic sealant

Other N/F NA NA NA
Thermal insulation concealed behind plaster on exterior wall. ACM in upper 
seals of north and south walls

Floor VFT N N A S046 9x9 Vinyl Floor Tiles - Pink
Floor VFT N S047 Vinyl Sheet Flooring - Grey

Wall
Plaster, no finishing 
coat.

Y Y A VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Sealant N S045 Red mastic sealant
Other N/F NA NA NA Thermal insulation in exterior wall
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA ACM located in upper seals of west wall
Floor Terrazzo NA NA A
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA Thermal insulation concealed behind plaster on north wall
Floor Terrazzo NA NA A
Wall Brick NA NA A VS001 2' x 4' pinhole fleck
Ceiling Drywall N NA A VS008 DWJC

Piping
No access above 
ceiling

Y C 23 1 VS006 Parging Cement

Mechanical Red mastic sealant NA NA NA S045 Red mastic sealant
Other N/F NA NA NA Wall extending into HH-2V01 has thermal insulation behind plaster wall

HH-2V01

HH-2S03

HH-
2S02A

HH-2S02

HH-2C02

HH-2S04

HH-2S01

HH-2C04

HH-2C01

HH-2C03



Good Fair Poor
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S014 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA - No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor VFT Y N A 80 VS002 12' x 12' Brown with white and dark brown streaks
Floor VSF, battleship N N A VS003 Brown mottled dark brown and cream
Wall Drywall N NA A S015 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Roof tar debris

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
4-5 Boxes stored 
above ACTs

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall  N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

HH-3000

HH-3001

HH-3002

HH-3003

HH-3004

HH-3005

HH-3006

HH-3007

HH-3008

HH-3009

Access 
(A/B/C/N

Condition
Sample #

Mun Room 
#

Structural 
Component

Material ACM 
(Y/N/NA)

Sample Description
Friable 
(Y/N/NA)



Other 4 ACT out of place

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor VSF N N A VS022 Grey stone pattern
Floor Subsurface VS019 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Floor VFT under carpet
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor VSF N N A S022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor
VSF, beige with Grey 
streak

N N A S020 White and grey streaks

Floor subsurface NA NA S019 Subsurface floor
Wall Drywall N NA A S021 DWJC
Ceiling Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor Clay Tile NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Parging on floor 
around pipe

Y A 2 SF No thermal insulation

Floor VFT, new N N A

HH-3015 or 
HH-150-15

HH-3010

HH-3011

HH-3016

HH-3017

HH-3018

HH-3019

HH-3014

HH-3012

HH-3013



Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA  
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor
VFT new white with 
black streak 

N N A S016 12' x 12' White with black streaks

Floor Tile mastic N N A S016 12' x 12' White with black streaks
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S017 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor VFT, new N N A S018 12' x 12' Cream with black streaks
Floor Tile mastic N N C S018 12' x 12' Cream with black streaks
Wall Drywall N NA A VS008 DWJC
Wall Concrete NA NA A
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 2 VS006 Parging cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the exterior walls 
acessible above the ceiling

Floor VSF N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Data hub
Other N/F NA NA NA No thermal insulation
Floor Clay tile NA NA A
Wall Concrete blocks NA NA A
Ceiling Wood NA NA A
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Access to roof No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VSF N N A VS022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Foam NA NA B
Piping Fibreglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Clay Tile NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Drywall N NA A VS008 DWJC

Piping
Fiberglass, inside 
hatches

NA NA B

Mechanical N/F NA NA NA
Other Tar debris No thermal insulation
Floor Clay Tile NA NA A
Floor VFT N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck

Piping
Fiberglass, inside 
hatches

NA NA B

Mechanical N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA

HH-3027

HH-3025

HH-3020

HH-3029

HH-3021

HH-3022

HH-3023

HH-3024

HH-3026 or 
HH-150-15

HH-3028



Floor VSF N N A VS022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor VFT N N A S028 12' x 12' Cream with brown streak
Floor Tile mastic N N C S028 12' x 12' Cream with brown streak
Wall Drywall N NA A S029 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC

Wall Plaster Y Y A

1 SF 
(either 
side of 
window)

VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Leak in roof
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor VFT, new N N A
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other Window caulking NEW
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other Window caulking NEW
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster

HH-3031

HH-3033

HH-3032

HH-3036

HH-3038

HH-3030

HH-3034

HH-3035

HH-3037

HH-3039



Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Other
Interior window 
caulking

N N A
DIH-17-
003-CS001

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Other Window caulking NEW
Mechanical N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Other Window caulking NEW

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other Window caulking NEW
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor VFT N N A VS028 12' x 12' Cream with brown streak
Floor Tile mastic N N C VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Window caulking NEW
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other Window caulking NEW
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

HH-3044

HH-3046

HH-3048

HH-3040

HH-3050

HH-3041

HH-3045

HH-3047

HH-3049

HH-3051

HH-3042



Other Leak in roof
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other N/F NA NA NA
Rooms were abated of thermal insulation on exterior walls in 
2017

Floor VSF N N A VS022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging cement
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA ACM in section of upper seals in south east section of ceiling
Floor VFT N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S027 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

Other
Rooms were abated of thermal insulation on exterior walls in 
2017

Mechanical N/F NA NA NA
Floor VFT N N A S023 12' x 12' Grey with abundant white and dark grey flecks
Floor Tile mastic N N S023 12' x 12' Grey with abundant white and dark grey flecks
Floor VFT N N C S024 12x12 Vinyl floor tiles, cream with dark brown streaks
Floor Tile mastic N N C S024 12x12 Vinyl floor tiles, cream with dark brown streaks
Floor VSF N N S025 Grey sub-surface flooring material

Floor VFT N N C S026
12x12 Vinyl floor tiles, pale
yellow with abundant yellow and white flecks

Floor Tile mastic N N C S026
12x12 Vinyl floor tiles, pale
yellow with abundant yellow and white flecks

Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other Upper seals see map ACM found in upper seals of north and west walls

Floor
VFT, beige colour light 
brown streak

N N A

Floor Tile mastic N N C
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

HH-3059

HH-3059A

HH-3054

HH-3055

HH-3057

HH-3056

HH-3058

HH-3052

HH-3053



Other
Possible flooring 
under VFT

No thermal insulation

Floor VFT N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other Upper seals see map ACM found in upper seals of south and west walls
Floor VFT N N A VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Window caulking NEW

South exterior wall sections (2) were abated of thermal 
insulation in 2017. ACM found in upper seals between rooms HH-
3003 and HH-3013, and HH-3059C and HH3058

Floor VFT beige N N A VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor VFT N N A VS028 12' x 12' Cream with brown streak
Floor Tile mastic N N C VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other N/F NA NA NA Thermal insulation concealed behind plaster on exterior walls

Floor VFT N N A VS028 12' x 12' Cream with brown streak
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
No access above 
ceiling

Thermal insulation concealed behind plaster on exterior walls. 
ACM found in upper seals of north and south walls

Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA No thermal insulation

HH-3059C

HH-3S03

HH-3C02

HH-3C03

HH-3S01

HH-3S01A

HH-3S02

HH-3C01

HH-3059B



Good Fair Poor

Roofing Material tar N N X DIH-17-003-RS001
Roof of access hatch for 
roof – graveland pitch

Roofing Material felt N NA X DIH-17-003-RS002
Roofing felt overlapping 
HVAC

Roofing Material tar and felt N NA X DIH-17-003-RS003

Roofing sample – patch and 
underlying layer in south 
east corner

Roofing Material tar and felt N NA X DIH-17-003-RS004
Roofing felt overlapping 
hatch accessway

Mastic tar Y N X DIH-17-003-RS005 Mastic covering eye hooks

Roofing Material tar and felt N NA X DIH-17-003-RS006

Roofing sample – patch and 
underling layer south west 
corner

Roofing Material tar and felt N NA X DIH-17-003-RS007
Roofing sample – 
northwest corner

Roofing Material tar and felt Y Y X DIH-17-003-RS008
Roofing sample – core part 
1 & part 2

Condition 
Sample # Sample DescriptionStructural Component Material

ACM 
(Y/N/NA)

Friable 
(Y/N/NA)
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Executive Summary 

The Memorial University of Newfoundland retained Davis Industrial Hygiene Consulting Inc. (DIH) 
to conduct an Asbestos Reassessment at the Math (Henrietta Harvey) Building, located at the 
Memorial University of Newfoundland Campus between Feb 13, 2017 and March 1, 2017. 

The objective of this reassessment is to assist in reducing the risk of exposure during removal 
and replacement of the roof and curtain wall, through effective management of existing asbestos-
containing materials. 

The asbestos reassessment portion of this project included a qualitative assessment of changes 
to condition and/or quantity of previously identified ACM’s. Additionally, sampling and analysis of 
previously overlooked suspect ACM’s was conducted if they had potential to be disturbed during 
the upcoming renovations. 

A total of eleven (11) suspect ACM samples were collected from the building as part of the 
reassessment. These samples confirmed that roofing materials and exterior window caulking 
contain asbestos. In addition, pipe insulation (parging cement) and thermal insulation (on 
structural steel) were found in much greater quantities than were identified in the previous 
assessment.  

The building owner is required by regulation to implement and maintain specific health and safety 
measures when ACM’s are present, therefore the following recommendations are offered: 

• Update the Asbestos Management Plan to include any changes to the quantity or 
condition of ACM’s documented in this report in accordance with Section 11 of the 
Newfoundland Asbestos Abatement Regulation 111/98. 

• Arrange for the removal or encapsulation of ACM’s that were found in poor condition, or 
that will be disturbed during renovations, by a registered asbestos abatement contractor. 
Alternatively, the owner may facilitate the removal of the ACM’s, provided the abatement 
work is performed and supervised by persons who are trained under Section 7 of the 
Newfoundland Asbestos Abatement Regulation 111/98. 

 
NOTE: This summary should not be used alone. The report must be read in its entirety. The 
limitations in the report also apply to this summary. 

 

___________________ 

Jane Eustace, CIH, B.Sc. 
Industrial Hygienist 
Davis Industrial Hygiene Consulting Inc. 



 
 

 
   
  

 
   
  

Table of Contents 

 Introduction ..................................................................................................................... 1 

 Methodology .................................................................................................................... 1 

 Applicable Standards ....................................................................................................... 1 

 Laboratory Results .......................................................................................................... 2 

 Observations ................................................................................................................... 3 

 Caulking ......................................................................................................................................... 3 

 Mechanical Insulation ................................................................................................................... 4 

 Roofing Materials .......................................................................................................................... 4 

 Thermal Insulation ........................................................................................................................ 5 

 Vinyl Flooring ................................................................................................................................ 5 

 Recommendations .......................................................................................................... 6 

 Disclaimer ....................................................................................................................... 6 

Appendix A: Asbestos Laboratory Results ................................................................................. 7 

Appendix B: Asbestos Sample Forms ........................................................................................ 8 

Appendix C: Room by Room ACM ............................................................................................. 9 

Appendix D: Floor Plans with Sample Locations .......................................................................10 

 



Hazardous Building Materials Assessment                       Memorial University of Newfondland 
Math (Henereitta Harvey) Building   March, 2017 
 
 

 
  1 
  

 
   
  

 Introduction  
The Memorial University of Newfoundland retained Davis Industrial Hygiene Consulting Inc. (DIH) 
to conduct an Asbestos Reassessment at the Math (Henrietta Harvey) Building, located at the 
Memorial University of Newfoundland Campus between February 13, 2017 and March 1, 2017. 

The objective of this reassessment is to assist in reducing the risk of exposure during removal 
and replacement of the roof and curtain wall, through effective management of existing asbestos-
containing materials.  

 Methodology 
The asbestos reassessment portion of this project included a qualitative assessment of changes 
to condition and/or quantity of previously identified ACM’s. Additionally, sampling and analysis of 
previously overlooked suspect ACM’s was conducted if they had potential to be disturbed during 
the upcoming renovations. The reassessment is based on a report entitled “Asbestos and Lead 
Paint Building Materials Survey For: Henrietta Harvey Building, Memorial University of 
Newfoundland” which was prepared by Pinchin LeBlanc Environmental Ltd. (PLEL) in June 19, 
2012. This report was supplied to DIH by the client.  

All locations within the facility were visually assessed for the presence of suspect hazardous 
building materials. All information regarding the suspect material including, a physical description, 
friability (i.e. a material that can be readily reduced to dust or powder by hand), condition, location 
and quantity was recorded. Please be advised that quantities presented in this report are based 
on visual assessment only.  

Where necessary, suspect ACM’s were collected for analysis. A sample was collected using 
suitable control measures and inserted into a sealed plastic bag and labelled. The sample 
description and location was recorded. The samples were sent to EMC Scientific laboratory 
located in Mississauga, Ontario. The sample analysis was performed using Polarized Light 
Microscopy (Method EPA 600/R-93/116).  

This survey did not include the destruction of any ceilings, walls, floors, or pipe chases. However, 
wall cavities and pipe chases were viewed from the ceiling space to determine if possible ACM’s 
(i.e. piping and thermal insulation) were entering/existing. Furthermore, wall cavities were also 
viewed through hatches, when available.  

If suspect ACM’s are found that have not been identified as non-containing in this survey, these 
materials should be treated as hazardous until sampling and laboratory analysis proves 
otherwise.  

 Applicable Standards 
Asbestos refers to a set of 6 naturally occurring fibrous silicate minerals, including actinolite, 
amosite, anthophylite, chrysotile, crocidolite and tremolite.  

Asbestos is commonly found in homes, buildings and structures built between 1930 and 1990. 
Asbestos was used in over 4000 products including, but not limited to, floor and ceiling tiles, 
finishing compounds, thermal and acoustic insulation, textiles and adhesives. Exposure to 
asbestos has since been shown to cause lung cancer, asbestosis and mesothelioma. The 
installation of most asbestos-containing building materials was banned in Canada in 1979. 
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The Newfoundland Labrador, Asbestos Regulations 1998 (NLR 111/98) defines an asbestos-
containing material as any material containing 1% asbestos by dry weight or greater. This 
regulation also provides safe handling procedures of ACM’s to minimize exposure to airborne 
asbestos fibres.  

 Laboratory Results 
A total of eleven (11) suspect ACM samples were collected from the building. Please see Table 
1 below for a summary of the results. Please see Appendix A for a copy of the laboratory report. 
Please see Appendix B for asbestos sample forms. Please see Appendix C for room by room 
ACM. Please see Appendix D for floorplans with sample locations (for below samples only Please 
see previous PLEL report for other sample locations). 

Table 1: Asbestos Sample Results, Math (Henrietta Harvey) Building, Memorial University 
of Newfoundland, March 1, 2017. 

Sample ID Description/Location 
Concentration 

(% by dry 
weight) 

Condition 
(Good/Fair/ 

Poor) 
Friable 

(Yes/No) 

DIH-17-003-
RS001 

Roof of access hatch for roof – 
gravel 

and pitch 
ND Good No 

DIH-17-003-
RS002 Roofing felt overlapping HVAC ND Good No 

DIH-17-003-
RS003 

Roofing sample – patch and 
underlying layer in south east 

corner 
ND Good No 

DIH-17-003-
RS004 

Roofing felt overlapping hatch 
access 

way 
ND Good No 

DIH-17-003-
RS005 

Mastic covering eye hook south 
east 

corner 

10% 
chrysotile Good No 

DIH-17-003-
RS006 

Roofing sample – patch and 
underling layer south west corner ND Good No 

DIH-17-003-
RS007 

Roofing sample – northwest 
corner ND Good No 

DIH-17-003-
RS008 

Roofing sample – core part 1 & 
part 2 

10% 
chrysotile Good No 

DIH-17-003-
CS001 

Interior window caulking HH-
3040 ND Good No 

DIH-17-003-
CS002 

Exterior window caulking (new) 
HH-3C01 west <1% chrysotile Good No 
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Sample ID Description/Location 
Concentration 

(% by dry 
weight) 

Condition 
(Good/Fair/ 

Poor) 
Friable 

(Yes/No) 

DIH-17-003-
CS003 

Exterior window caulking 
(original) 

HH-3C01 east 
5% chrysotile Good No 

Notes: 
• ND - None Detected 
• < - less than 
• Condition – good (no action required), fair (action maybe required) or poor (immediate action required). 
• Friable - A material that can be readily reduced to dust or powder by hand. ACM’s that are considered friable 

have a much greater potential to release fibres into the air when disturbed.  
• Bold – Identifies a material determined to contain a concentration of asbestos greater than 1% by dry weight. 

 
 Observations 

The following types of asbestos containing materials were found during the assessment. Please 
see appendix C for a room by room breakdown of both asbestos containing and non-asbestos 
containing materials. 

 Adhesives 
Eleven (11) types of adhesives were found in the PLEL Report (June 2012). A summary of the 
sample types which contained asbestos is as follows: 

• Mastic under 9x9 Vinyl floor tiles, brown with white streaks (02-02-900-S038 – B) 

Additional adhesives were not observed during this reassessment. 

  Caulking 
One (1) window caulking type was found in the PLEL Report (June 2012). Please note this sample 
was not collected from the curtain wall. A summary of the laboratory analysis is as follows: 

• Interior window caulking (Sample # 02-02-900-S007) - 5% chrysotile asbestos 

As the curtain wall was replaced in the 1980’s an additional, three (3) types of window caulking 
were sampled on the curtain wall during this reassessment (See Table 1 above for details). A 
summary of the laboratory analysis is as follows: 

• Interior window caulking (Sample #DIH-17-003-CS001) - No asbestos detected 

• Exterior window caulking (new) (Sample #DIH-17-003-CS002) - Less than 1% chrysotile 
asbestos 

• Exterior window caulking (original) (Sample #DIH-17-003-CS003) - 5% chrysotile 
asbestos 

As one (1) of the exterior caulking samples contains asbestos, it is to be assumed that all exterior 
caulking on the 2nd and 3rd floors of the curtain wall is asbestos-containing. Likewise, as the interior 
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caulking sample does not contain asbestos, it is to be assumed that all interior caulking on the 2nd 
and 3rd floors of the curtain wall does not contain asbestos.  

Please see Appendix D for sample locations. 

 Mechanical Insulation 
A total of 93 instances of parging cement on piping (i.e. elbows, tees, unions, roof penetrations, 
etc.) were found in the PLEL Report (June 2012), including 85 on Level 1 and 8 on Level 2. 
Sample S044 is listed as parging cement, however the lab analysis indicates it was a sample of 
fibreglass insulation, so it was not included. A summary of the laboratory analysis is as follows: 

• Parging cement (Sample #02-02-900-S006) – 25% chrysotile asbestos 

A total of 267 instances of parging cement were found during this reassessment, including 212 
on Level 1, 54 on Level 2 and 5 on Level 3. Please see Appendix C for room by room ACM. 

 Roofing Materials 
The collection of roofing samples was not part of the scope of the PLEL Report (June 2012). 

Eight (8) types of roofing materials were found during this reassessment (See Table 1 above for 
details and Appendix D for sample locations). A summary of the roofing materials observed and 
the laboratory analysis is as follows: 

• Single layer of gravel and pitch roofing material located on the roof for the roof-access 
room (Sample #DIH-17-003-R001) - No asbestos detected 

• New roofing felt overlapping HVAC components (Sample #DIH-17-003-R002) - No 
asbestos detected 

• Multiple layers of roofing material, patch and underlying layer in south east corner (Sample 
#DIH-17-003-R003) - No asbestos detected 

• Textile coated in mastic located overlapping the doorway to the roof-access room (Sample 
#DIH-17-003-R004) - No asbestos detected 

• Tar mastic covering eye hooks (Sample #DIH-17-003-R005) - 10% chrysotile asbestos  

• Multiple layers of roofing material – patch and underling layer in south west corner (Sample 
#DIH-17-003-R006) - No asbestos detected 

• Multiple layers of roofing material – northwest corner (Sample #DIH-17-003-R007) - No 
asbestos detected  

• Multiple layers of roofing material – core part 1 & part 2 (Sample #DIH-17-003-R008) - 
10% chrysotile 

As one (1) of the roofing material samples contains asbestos and many of the roofing materials 
sampled overlap, it is to be assumed that all of the roofing materials are asbestos-containing, with 
the following exceptions: 

• The gravel and pitch roof belonging to the roof-access room (Sample #DIH-17-003-R001). 
The roof-access room has a completely independent roof which does not contain 
asbestos.  
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• Tar mastic resulting from removal of the “New roofing felt overlapping HVAC components” 
(Sample #DIH-17-003-R002) intended to be salvaged from the roof for future 
reinstallation.  

 Thermal Insulation 
A total of 39 rooms were found to contain thermal insulation on exterior walls in the PLEL Report 
(June 2012), including 5 on Level 1, 22 on Level 2 and 39 on Level 3. A summary of the laboratory 
analysis is as follows: 

• Thermal insulation (Sample #02-02-900-S004) - 25% amosite asbestos 

Please note that in the previous PLEL report the thermal insulation was referred to as spray 
fireproofing. This has been corrected in the room by room ACM that can be found in Appendix C. 

A total of 74 rooms were found to contain thermal insulation on exterior walls during this 
reassessment, including 8 on Level 1, 27 on Level 2 and 39 on Level 3. Please Appendix C for 
room by room ACM. 

As the thermal insulation sample contains asbestos, it is to be assumed that all thermal insulation 
is asbestos-containing. 

  Vinyl Flooring  
Eighteen (18) types of vinyl flooring (i.e. vinyl floor tiles and vinyl sheet flooring) were found in the 
PLEL Report (June 2012). A summary of the sample types which contained asbestos is as follows: 

• 12x12 Vinyl floor tiles, brown with white and dark brown streaks (Sample #02-02-900-
S002) - 3% chrysotile asbestos 

• 12x12 Vinyl floor tiles, brown with large brown streaks (Sample #02-02-900-S011) - 3% 
chrysotile asbestos 

• 9x9 Vinyl floor tiles, brown with white streaks (Sample #02-02-900-S038) – 5% chrysotile 
asbestos 

• 9x9 Vinyl floor tiles, light brown with dark brown streaks (02-02-900-S041) – 3% chrysotile 
asbestos 

No additional vinyl flooring was found during this reassessment. Please see Appendix C for room 
by room ACM. 

 Wall and Ceiling Finishes 
Three (3) wall and ceiling finishes were found in the PLEL Report (June 2012), including drywall 
joint compound (DWJC), plaster and stucco. Of those finished plaster and stucco samples were 
found to contain asbestos.  

A summary of the plaster laboratory analysis that contained asbestos is as follows: 

• Plaster (Sample #02-02-900-S005) - 2% chrysotile asbestos 

• Plaster (Sample #02-02-900-S010) - 2% chrysotile asbestos 

• Plaster (Sample #02-02-900-S017) - 2% chrysotile asbestos 
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• Plaster (Sample #02-02-900-S043) - 2% chrysotile asbestos 

It is to be assumed that all plaster is asbestos-containing.  

A summary of the stucco finish laboratory analysis is as follows: 

• Stucco (Sample #02-02-900-S042) - 6% chrysotile asbestos 

It is to be assumed that all stucco is asbestos-containing. During this reassessment stucco ceiling 
which had been partially abated was found in several areas above the ceiling tiles. Please see 
Appendix C for room by room ACM. 

 Recommendations 
The building owner is required by regulation to implement and maintain specific health and safety 
measures when ACM’s are present, therefore the following recommendations are offered: 

• Update the Asbestos Management Plan to include any changes to the quantity or condition 
of ACM’s documented in this report in accordance with Section 11 of the Newfoundland 
Asbestos Abatement Regulation 111/98. 

• Arrange for the removal or encapsulation of ACM’s that were found in poor condition, or 
that will be disturbed during renovations, by a registered asbestos abatement contractor. 
Alternatively, the owner may facilitate the removal of the ACM’s, provided the abatement 
work is performed and supervised by persons who are trained under Section 7 of the 
Newfoundland Asbestos Abatement Regulation 111/98.  

 Disclaimer 
This report was prepared by Davis Industrial Hygiene Consulting Inc. (DIH) for the sole benefit of 
the client (Memorial University of Newfoundland). The report is based on DIH’s best judgment 
with the information provided at the time of the assessment. Any use and/or conclusions used by 
any third party, is the responsibility of that third party. DIH accepts no liability and/or damages 
occurred by any third party that uses information obtained in this report. The findings contained 
in this report are based upon conditions as they were observed at the time of the survey. No 
assurance is made regarding changes in conditions subsequent to the time of the survey. 

If you have any questions I can be reached by phone at 770-7127, or by mail at 
jane@davisih.com.  

Prepared By 
 
 
___________________ 
Jane Eustace, CIH, B.Sc. 
Industrial Hygienist 
Davis Industrial Hygiene Consulting Inc. 
 

Reviewed By 
 
 
__________________ 
Nikki Davis, CIH, ROH, B.Tech 
President/Industrial Hygienist 
Davis Industrial Hygiene Consulting Inc. 
 

  



 

 
 

 

Appendix A: Asbestos Laboratory Results



EMC Scientific Inc. 5800 Ambler Drive  Suite 100  Mississauga   Ontario    L4W 4J4   T. 905 629 9247  F. 905 629 2607 
EMC Scientific Inc. is Accredited by NVLAP (NVLAP Code 201020-0) for Bulk Asbestos Analysis 

1 of 2 

 

                                                                  Laboratory Analysis Report 
To:    
 Nikki Davis  EMC LAB REPORT NUMBER: A29721r*  
 Davis Industrial Hygiene Consulting  Job/Project Name: MUN – Henrietta Harvey Job No: DIH-17-003 
 P.O. Box 3153 Analysis Method: Polarized Light Microscopy – EPA 600 Number of Samples: 11 
 Paradise, Newfoundland Date Received: Mar 7/17 Date Analyzed: Mar 13/17 Date Reported:  Mar 14/17 
 A1L 3W3 Analyst: Kathy Feick, Analyst 
  Reviewed By: Malgorzata Sybydlo, Laboratory Manager  
 
 

Client’s 
Sample ID 

Lab 
Sample 

No. 
Description/Location Sample Appearance 

SAMPLE COMPONENTS (%) 

Asbestos Fibres 
Non-

asbestos 
Fibres 

Non-
fibrous 
Material 

RS001 A29721-1 Roof of access hatch for roof – gravel 
and pitch 

Black, tar ND   100 

RS002 A29721-2 Roofing felt overlapping HVAC Black, roofing ND  10 90 

RS003 A29721-3 Roofing sample – patch and 
underlying layer in south east corner 

Black, tar with fibers ND  15 85 

RS004 A29721-4 Roofing felt overlapping hatch access 
way 

2 Phases: 
a) Black, consolidated material 
b) Black, tar 

 
ND 
ND 

  
 
5 

 
100 
95 

RS005 A29721-5 Mastic covering eye hook south east 
corner 

Black, tar with fibers Chrysotile 10  90 

RS006 A29721-6 Roofing sample – patch and 
underling layer south west corner 

Black, roofing ND  15 85 

RS007 A29721-7 Roofing sample – northwest corner Black, roofing ND  15 85 

RS008 A29721-8 Roofing sample – core part 1 & part 2 3 Phases: 
a) Black, tar with fibres 
b) Black, roofing (part 1) 
c) Black, roofing (part 2) 

 
Chrysotile 

ND 
ND 

 
10 

 

 
5 
25 
15 

 
85 
75 
85 

CS001 A29721-9 Interior window caulking HH-3040 Grey, caulking ND   100 

CS002 A29721-10 Exterior window caulking (new) west 2 Phases: 
a) Grey, caulking 

 
Chrysotile 

 
<1 

  
100 
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                                                                                   Laboratory Analysis Report 
 
EMC LAB REPORT NUMBER: A29721r* 
Client’s Job/Project No.: DIH-17-003 
Analyst: Kathy Feick, Analyst  
 
 

EMC Scientific Inc. 5800 Ambler Drive  Suite 100  Mississauga   Ontario    L4W 4J4   T. 905 629 9247  F. 905 629 2607 
EMC Scientific Inc. is Accredited by NVLAP (NVLAP Code 201020-0) for Bulk Asbestos Analysis 

2 of 2 

Client’s 
Sample ID 

Lab 
Sample 

No. 
Description/Location Sample Appearance 

SAMPLE COMPONENTS (%) 

Asbestos Fibres 
Non-

asbestos 
Fibres 

Non-
fibrous 
Material 

b) Brown, caulking ND 100 

CS003 A29721-11 Exterior window caulking (original) 
east 

Grey, caulking Chrysotile 5 5 90 

Note:   
1. Bulk samples are analyzed using Polarized Light Microscopy (PLM) and dispersion staining techniques. The analytical procedures are in accordance with EPA 600/R-93/116 method. 
2. The results are only related to the samples analyzed. ND = None Detected (no asbestos fibres were observed), NA = Not Analyzed (analysis stopped due to a previous positive result). 
3. This report may not be reproduced, except in full without the written approval of EMC Scientific Inc.  This report may not be used by the client to claim product endorsement by NVLAP or any other agency  
    of the U.S. Government. 
4. The Newfoundland Regulatory Threshold for asbestos is 1%. The limit of quantification (LOQ) is 1%. 
* This report has been revised as requested on March 14, 2017. 
 



 

 
 

Appendix B: Asbestos Sample Forms



 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS001 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 

 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 

 Plaster 

 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 

 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
X  Felt  Ceiling 

  X  Tar  Above Ceiling 
 Other 

 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 

 
 



 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS002 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 

 Paper Wrap 

 12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 

 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
X Felt  Ceiling 
 Tar  Above Ceiling 

 Other 
 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS003 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceilin

 
Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 

 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile  
 Vinyl sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 

 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
X  Felt  Ceiling 

  X  Tar  Above Ceiling 
 Other 

 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 

 
 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS004 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 

 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 

 Plaster 

 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 

 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
X  Felt  Ceiling 

  X  Tar  Above Ceiling 
 Other 

 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 

 
 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS005 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
 Felt  Ceiling 
X  Tar  Above Ceiling 

 Other 
 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 

 
 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS006 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow  Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
X Felt  Ceiling 

   X  Tar  Above Ceiling 
 Other 

 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 

 
 
 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS007 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
X  Felt  Ceiling 
X  Tar  Above Ceiling                           

 Other(window) 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 

 
 
 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS008 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location:  Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster  
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
 Felt  Ceiling 
X  Tar  Above Ceiling 

 Other 
 
 

Miscellaneous: __   
No. of Phases: _  _ 
Colour:                                                 

 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: RS009 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: Roof Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
X  Felt  Ceiling 

  X  Tar  Above Ceiling 
 Other 

 
 

Miscellaneous: __   
No. of Phases: _ ________________ 
Colour:                                                 

 
 
 

No Photo Available. 
 
  



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: CS001 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: HH-3040 Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceili

 
Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile  
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
 Felt  Ceiling 
 Tar  Above Ceiling 

 Other 
 
 

Miscellaneous: Interior Window 
caulking  
No. of Phases: _                         
Colour: _______________________ 

 
 

No Photo Available. 



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: CS002 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: 3C01 West Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

 12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
 Felt  Ceiling 
 Tar  Above Ceiling 

 Other 
 
 

Miscellaneous: exterior window 
caulking (new) 
Number of phases: _  _ 
Colour: Cream with black speckles 

 
 

No Photo Available. 
  



 

 

 
ASBESTOS BULK SAMPLING FORM 

Sample #: CS003 Date Sampled: March 1, 2017 
Building : Math & Statistics 

(Henrietta Harvey 
Bldg.) 

Sampler: Jane Eustace 

Location: 3C01 east Analysis: SAI - PLM 
MUN Project #:  Work Order #:  

Bulk Sampling Parameters 
Pipe/Tank Flooring Ceiling Roofing Location 

 Insulation 
 Elbow 
 Fitting 
 Transite Pipe 
 Gasket 
 Tank Insulation 
 Pipe Wrap 

HVAC 
 Insulation 
 Tape 
 Paper Wrap 

12’x12’ Tile 
 9’x9’Tile 
 Vinyl Sheet 
 Mastic 

Wall 
 Transite Panel 
 Textured Wall 
 Plaster 
 DWJC 

 Textured 
 Stucco 
 Popcorn 
 DWJC 
 Plaster 
 Acoustic Tile (Dropped) 
 Acoustic Tile (Glued-on) 
 Mastic 

Structural 
 Steel F. P. ing 
 Deck F. P. ing 

 Shingle  Floor 
 Rolled  Wall Orientation 
 Felt  Ceiling 
 Tar  Above Ceiling 

 Other 
 
 

Miscellaneous: exterior window 
caulking (original) 
No. of Phases: _  _ 
Colour: ______________________ 

 
 

No Photo Available. 



 

 
 

Appendix C: Room by Room ACM



Good Fair Poor

Floor VFT N N A VS032 12' x 12' Cream with large brown streaks
Floor VFT Y N C VS038 9' x 9' Brown with white streaks
Wall Drywall N NA NA VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C VS038 9' x 9' Brown with white streaks
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping Parging Cement Y Y C 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Clay tile NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping Parging Cement Y Y B 7 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Clay tile NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping Parging Cement Y Y B 9 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Carpet NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging cement

Ceiling Stucco Y Y B VS042
Stucco and plaster ceiling left over afetr 
abatement - approx. 4 sf

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor VFT N N A NA NEW 12x12 floor tile white with grey speck
Wall Drywall N NA A VS008 DWJC
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 6 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 24 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

HH-1006

Material
ACM 
(Y/N/NA)

HH-1003

HH-1003A

HH-1004

HH-1005

Sample # Sample Description
Friable 
(Y/N/NA)

HH-1002A

HH-1002

HH-1000

HH-1001

Condition  Access 
(A/B/C/NA)

Mun 
Room #

Structural 
Component



Floor Carpet NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A S040 DWJC
Wall Concrete block NA NA A NA NA
Wall Concrete NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 15 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Clay tile NA NA A NA NA
Wall Clay tile NA NA A NA NA
Wall Concrete block NA NA A NA NA

Ceiling Stucco Y Y A VS042
Stucco and plaster ceiling left over afetr 
abatement 

Piping Parging Cement Y Y B 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Concrete NA NA A NA NA
Wall Concrete block NA NA A NA NA
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Concrete NA NA A VS016 12' x 12' White with black streaks
Wall Concrete block NA NA A NA NA
Ceiling Drywall N NA A VS008 DWJC
Piping Fiberglass NA NA A NA NA
Piping Pipe insulation N NA B S044 Pipe insulation
Piping Parging cement Y Y B 15 VS006 Parging cement
Other N/F NA NA NA NA NA
Floor VFT N N A S039 12' x 12' White with grey flecks
Floor Tile mastic N N C S039 12' x 12' White with grey flecks
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor VFT N N A S039 12' x 12' White with grey flecks
Floor Tile mastic N N C S039 12' x 12' White with grey flecks
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 24 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other Stucco Y Y B VS042 Stucco
Floor Carpet NA NA A NA NA
Floor Terrazzo NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck

Piping Parging Cement Y Y B 25 N VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Wall Concrete block NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT Y N A S038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C S038 9' x 9' Brown with white streaks
Floor VFT Y N A S041 9' x 9' Light brown with dark brown streaks
Floor Tile mastic N N C S041 9' x 9' Light brown with dark brown streaks

HH-1014

HH-1013

HH-1012

HH-1010

HH-1011

HH-1009

HH-1008

HH-1007



Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Ceiling ACT N NA A VS012 2' x 2' pinhole hole
Piping Fiberglass NA NA A NA NA
Mechanical Fiberglass NA NA A NA NA

Other
Thermal Insulation 
enclosed with tarp

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT new N N A VS016 12' x 12' White with black streaks
Floor Tile mastic N N C VS016 12' x 12' White with black streaks
Wall Concrete block NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA A NA NA
Mechanical N/F NA NA NA NA NA
Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C VS038 9' x 9' Brown with white streaks
Wall Concrete block NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA A NA NA
Mechanical N/F NA NA NA NA NA
Floor VFT Y N A VS002 12x12 brown with white and brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor VFT N A 12x12 brown with beige streak
Wall Drywall, No DWJC N NA A VS008 DWJC
Wall Concrete NA NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Floor Tile mastic Y N C VS038 9' x 9' Brown with white streaks
Floor VFT Y N A VS041 9' x 9' Light brown with dark brown streaks
Floor Tile mastic N N C VS041 9' x 9' Light brown with dark brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 5 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Wall
Plaster, no finishing 
coat

Y Y A VS005 Plaster

Floor Carpet NA NA A NA NA

Wall
plaster, no finishing 
coat

Y Y A VS005 Plaster

Wall Drywall N NA A NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 9 VS006 Parging cement
Mechanical N/F NA NA NA NA NA
Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A 20 SF VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Stucco Y Y B VS042
Stucco ceiling partially abated, approx. 2" width 
along length of hall. Marked with warning. 

Floor Terrazzo NA NA A NA NA
Floor VFT Y N A VS038 9' x 9' Brown with white streaks
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A VS008 DWJC

HH-1021A

HH-1021C

HH-1C01

HH-1016

HH-1018

HH-1021

HH-1019

HH-1017

HH-1015



Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 8 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Other Stucco Y Y B VS042 Stucco and plaster ceiling leftover after abatement

Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 6 2 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other Stucco Y Y B VS042
Stucco ceiling, partially abated, 1-2" wide pieces 
left along top of wall

Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A 7 SF VS005 Plaster
Ceiling Plaster Y Y A VS005 Plaster
Piping No access C NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A VS005 Plaster
Ceiling Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Terrazzo NA NA A NA NA
Wall Plaster Y Y A 20 SF VS005 Plaster
Wall Drywall N NA A VS008 DWJC
Ceiling Plaster Y Y A VS005 Plaster
Piping No access C NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Terrazzo NA NA A NA NA
Floor Concrete NA NA A NA NA
Wall Plaster Y Y A 12 SF VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Ceiling Plaster Y Y A VS005 Plaster
Piping Parging Cement Y Y B 4 3 VS006 Parging cement
Mechanical N/F NA NA NA NA NA

Other VFT N A NA
12x12 floor tile on stairs - light green with brown 
and white streaks, approx. 10sf, also NEW 12x12 
white with beige spec

Floor Concrete NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Wall Concrete NA NA A NA NA
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA

HH-1C02

HH-1V01

HH-1C03

HH-1S04

HH-1S01

HH-1S02

HH-1S03



Good Fair Poor
Floor VFT Y N A S002 12' x 12' Brown with white and dark brown streaks
Floor Tile mastic N N C S002 12' x 12' Brown with white and dark brown streaks
Floor VSF N N A S003 Brown mottled dark brown and cream
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA
Other N/F NA NA NA NA NA
Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC

Wall
Plaster, no finishing 
coat.

Y Y A VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA NA NA
Mechanical N/F NA NA NA NA NA

Other Thermal Insulation Y Y B X S004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A NA NA
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S005 Plaster
Wall Concrete block NA NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Stucco Y Y B VS042 Stucco

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Act N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 10 4 S006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Other Caulking Y N A S007 Window caulking
Floor Carpet NA NA A
Wall Drywall N NA A S008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging Cement
Mechanical N/F NA NA NA

HH-2008

Condition
Sample # Sample Description

Mun 
Room #

Structural 
Component

Material
ACM 
(Y/N/NA)

Friable 
(Y/N/NA)

Access 
(A/B/C)

HH-2000

HH-2001

HH-2002

HH-2003

HH-2004

HH-2005

HH-2006 

HH-2007



Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging cement Y Y B 3 3 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A S001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 2 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A S030 2' x' 2 pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Clay Tile NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Stucco Y Y B VS042
Stucco above ceiling 2" wide along length of back 
wall. Plaster poor condition sealed over with tarp 
back wall 4sqf.

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S031 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall NA NA NA
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA

HH-2012A

HH-2012B

HH-2013

HH-2009

HH-2011

HH-2010

HH-2012

HH-2014

HH-2012C

HH-2014A



Floor VFT N A
Wall Plaster Y Y A VS005 Plaster on 3 columns
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 4 2 VS006 Parging Cement
Mechanical N/F NA NA NA
Other Stucco Y Y B VS042 Stucco

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A S009 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT Y N A 40 VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT Y N A S011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C S011 12' x 12' Brown with large brown streaks
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall Plaster Y Y A S010 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

HH-2015

HH-2023

HH-2024

HH-2018

HH-2020

HH-2021

HH-2022

HH-2019

HH-2016

HH-2017



Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Other Stucco Y Y B VS042 Stucco above ceiling, partially abated

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Clay Tile NA NA A
Wall Drywall N NA A S035 DWJC
Ceiling Drywall no access N NA VS035 DWJC
Piping No access 
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT N A
Floor Mastic VS033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Clay Tile NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall no access 
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC

Wall
Plaster column 
exposed on top

Y Y A VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck

HH-2026

HH-2025

HH-2034

HH-2029

HH-2032 

HH-2030

HH-2033

HH-2031

HH-2028

HH-2027



Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other

Thermal Insulation, 
approx. 6 ft behind 
metal sheeting and 
approx. 24 ft enclosed 
with tarp

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA
Floor VFT Y N A 120 VS002 12' x 12' Brown with white and dark brown streaks
Floor Tile mastic N N C VS002 12' x 12' Brown with white and dark brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A S034 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

HH-2043

HH-2042

HH-2038

HH-2036

HH-2045

HH-2044

HH-2037

HH-2041

HH-2040



Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT N N A S036 12"X12" white with grey fleck
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A S037 2' x 4' pinhole fissure
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT, New N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC

Wall
Plaster (the 2sqf in 
poor coindition is 
sealed with tarp)

Y Y A 2 VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Thermal Insulation 
covered in metal 
sheeting

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT N N A S032 12' x 12' Cream with large brown streaks
Floor Tile mastic N N C S032 12' x 12' Cream with large brown streaks
Floor Mastic N S033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VSF N N A
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA

HH-2035

HH-2047

HH-2047A

HH-2050

HH-2052

HH-2051

HH-2049

HH-2048

HH-2046



Other N/F NA NA NA
HH-2C01 VFT Y N A 40 VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Wall Plaster Y Y A 3 VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Ceiling ACT N NA A S012 2' x 2' pinhole hole
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A S013 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging Cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT Y N A VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Floor Subsurface N A 80 VS033 Subsurface floor
Floor Mastic VS033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B

Other

Thermal Insulation 
covered in metal 
sheeting at end of hall 
by room 2051 

Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT Y N A VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Floor Subsurface N A 80 VS033 Subsurface floor
Floor Mastic VS033 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other Plaster Y Y A 0.5 VS005 Plaster
Floor VFT Y N A 40 VS011 12' x 12' Brown with large brown streaks
Floor Tile mastic N N C VS011 12' x 12' Brown with large brown streaks
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT N N A VS018 12' x 12' Cream with black streaks
Floor Tile mastic N N C VS018 12' x 12' Cream with black streaks
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S043 Plaster
Ceiling Stucco Y Y A S042 Stucco
Piping N/F NA NA NA
Mechanical Sealant N S045 Red mastic sealant
Other N/F NA NA NA
Floor VFT N N A S046 9x9 Vinyl Floor Tiles - Pink
Floor VFT N S047 Vinyl Sheet Flooring - Grey

Wall
Plaster, no finishing 
coat.

Y Y A VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Sealant N S045 Red mastic sealant
Other N/F NA NA NA
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster

HH-2C04

HH-2C01

HH-2C03

HH-2C01

HH-2S02A

HH-2S02

HH-2C02

HH-2S01



Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Fiberglass NA NA B
Other N/F NA NA NA
Floor Terrazzo NA NA A
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Terrazzo NA NA A
Wall Brick NA NA A VS001 2' x 4' pinhole fleck
Ceiling Drywall N NA A VS008 DWJC

Piping
No access above 
ceiling

Y C 23 1 VS006 Parging Cement

Mechanical Red mastic sealant NA NA NA S045 Red mastic sealant
Other N/F NA NA NA

HH-2V01

HH-2S03

HH-2S04



Good Fair Poor
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S014 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA -
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VFT Y N A 80 VS002 12' x 12' Brown with white and dark brown streaks

Floor VSF, battleship N N A VS003 Brown mottled dark brown and cream
Wall Drywall N NA A S015 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Roof tar debris

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
4-5 Boxes stored 
above ACTs

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck

HH-3000

HH-3001

HH-3002

HH-3003

HH-3004

HH-3005

HH-3006

HH-3007

Mun 
Room #

Structural 
Component

Material ACM 
(Y/N/NA)

Friable 
(Y/N/NA)

Access 
(A/B/C/N

Condition
Sample # Sample Description



Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall  N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other 4 ACT out of place

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VSF N N A VS022 Grey stone pattern
Floor Subsurface VS019 Subsurface floor
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Floor VFT under carpet
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VSF N N A S022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor
VSF, beige with Grey 
streak

N N A S020 White and grey streaks

Floor subsurface NA NA S019 Subsurface floor
Wall Drywall N NA A S021 DWJC
Ceiling Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA

HH-3008

HH-3009

HH-3010

HH-3011

HH-3012

HH-3013

HH-3014

HH-3015

HH-3016

HH-3017



Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Clay Tile NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Parging on floor 
around pipe

Y A 2 SF

Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA  
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor
VFT new white with 
black streak 

N N A S016 12' x 12' White with black streaks

Floor Tile mastic N N A S016 12' x 12' White with black streaks
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S017 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VFT, new N N A S018 12' x 12' Cream with black streaks
Floor Tile mastic N N C S018 12' x 12' Cream with black streaks
Wall Drywall N NA A VS008 DWJC
Wall Concrete NA NA A
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 2 VS006 Parging cement
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VSF N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical Data hub
Other N/F NA NA NA
Floor Clay tile NA NA A
Wall Concrete blocks NA NA A
Ceiling Wood NA NA A
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Access to roof
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VSF N N A VS022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Foam NA NA B
Piping Fibreglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Clay Tile NA NA A

HH-3025

HH-3021

HH-3022

HH-3023

HH-3024

HH-3026

HH-3018

HH-3020

HH-3019



Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Drywall N NA A VS008 DWJC

Piping
Fiberglass, inside 
hatches

NA NA B

Mechanical N/F NA NA NA
Other Tar debris 
Floor Clay Tile NA NA A
Floor VFT N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck

Piping
Fiberglass, inside 
hatches

NA NA B

Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VSF N N A VS022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Strong mouldy smell

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VFT N N A S028 12' x 12' Cream with brown streak
Floor Tile mastic N N C S028 12' x 12' Cream with brown streak
Wall Drywall N NA A S029 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC

Wall Plaster Y Y A

1 SF 
(either 
side of 
windo
w)

VS005 Plaster

Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Leak in roof

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling

HH-3032

HH-3033

HH-3027

HH-3031

HH-3030

HH-3029

HH-3028

HH-3034



Floor VFT, new N N A
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls acessible above the ceiling is located 
on I beams along the exterior walls acessible 

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Interior window 
caulking

N N A
DIH-17-
003-CS001

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

HH-3044

HH-3040

HH-3042

HH-3036

HH-3038

HH-3035

HH-3041

HH-3037

HH-3043

HH-3039



Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor VFT N N A VS028 12' x 12' Cream with brown streak
Floor Tile mastic N N C VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Other Leak in roof 
Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other Leak in roof

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

HH-3051

HH-3052

HH-3053

HH-3046

HH-3048

HH-3045

HH-3047

HH-3049

HH-3050



Floor VFT, new N N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Other
Upper seal full 
exterior wall

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VSF N N A VS022 Grey stone pattern
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Parging Cement Y Y B 3 VS006 Parging cement
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT N A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A S027 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

Floor Carpet NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other Thermal Insulation Y Y B X VS004
Thermal Insulation is located on I-beams along the 
exterior walls accessible above the ceiling

HH-3059 Floor VFT N N A S023
12' x 12' Grey with abundant white and dark grey 
flecks

Floor Tile mastic N N S023
12' x 12' Grey with abundant white and dark grey 
flecks

Floor VFT N N C S024
12x12 Vinyl floor tiles, cream with dark brown 
streaks

Floor Tile mastic N N C S024
12x12 Vinyl floor tiles, cream with dark brown 
streaks

Floor VSF N N S025 Grey sub-surface flooring material

Floor VFT N N C S026
12x12 Vinyl floor tiles, pale
yellow with abundant yellow and white flecks

Floor Tile mastic N N C S026
12x12 Vinyl floor tiles, pale
yellow with abundant yellow and white flecks

Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other Upper seals see map

Floor
VFT, beige colour 
light brown streak

N N A

Floor Tile mastic N N C
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA

Other
Possible flooring 
under VFT

Floor VFT N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck

HH-3059A

HH-3054

HH-3055

HH-3057

HH-3056

HH-3058

HH-3059B



Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT N N A
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping Fiberglass NA NA B
Mechanical N/F NA NA NA
Other Upper seals see map
Floor VFT N N A VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
Window caulking

grey 
caulking Y N X

DIH-17-
003-CS002 exterior window caulking (new)

Other
Window caulking

grey 
caulking Y N X

DIH-17-
003-CS003 Exterior window caulking (orginal)

Floor VFT beige N N A VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT N N A VS028 12' x 12' Cream with brown streak
Floor Tile mastic N N C VS028 12' x 12' Cream with brown streak
Wall Drywall N NA A VS008 DWJC
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor VFT N N A VS028 12' x 12' Cream with brown streak
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Drywall N NA A VS008 DWJC
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA
Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Piping N/F NA NA NA
Mechanical N/F NA NA NA

Other
No access above 
ceiling

Floor Terrazzo NA NA A
Wall Drywall N NA A VS008 DWJC
Wall Plaster Y Y A VS005 Plaster
Ceiling Stucco Y Y A VS042 Stucco
Ceiling ACT N NA A VS001 2' x 4' pinhole fleck
Piping N/F NA NA NA
Mechanical N/F NA NA NA
Other N/F NA NA NA

HH-3059B

HH-3059C

HH-3S03

HH-3C02

HH-3C03

HH-3S01

HH-3S01A

HH-3S02

HH-3C01



Good Fair Poor

Roofing Material tar N N X DIH-17-003-RS001
Roof of access hatch for roof – 
graveland pitch

Roofing Material felt N NA X DIH-17-003-RS002 Roofing felt overlapping HVAC

Roofing Material tar and felt N NA X DIH-17-003-RS003
Roofing sample – patch and 
underlying layer in south east corner

Roofing Material tar and felt N NA X DIH-17-003-RS004
Roofing felt overlapping hatch 
accessway

Mastic tar Y N X DIH-17-003-RS005 Mastic covering eye hooks

Roofing Material tar and felt N NA X DIH-17-003-RS006
Roofing sample – patch and underling 
layer south west corner

Roofing Material tar and felt N NA X DIH-17-003-RS007 Roofing sample – northwest corner

Roofing Material tar and felt Y Y X DIH-17-003-RS008 Roofing sample – core part 1 & part 2

Condition 
Sample # Sample DescriptionStructural Component Material

ACM 
(Y/N/NA)

Friable 
(Y/N/NA)



 

 
 

Appendix D: Floor Plans with Sample Locations 
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